
ICU ROOF
142' - 2 1/2"

4" CFMF
(SEE STRUCT DWGS)
6" @ SIM.

4" THERMAL BATT
INSULATION
6" @ SIM

2" RIGID
INSULATION

LIMESTONE
PANEL

AIB (LAP & SEAL
TO TRANSITION
MEMBRANE)

SFRM

VENEER ANCHORS

CONT CLEAT

.

SLOPE

COMPRESSIBLE
FILLER

143' - 5 7/8"

TOM

TRANSITION MEMBRANE
(FROM SHEATHING TO
UNDER ROOF
MEMBRANE)

PRESSURE
TREATED WD
BLKG

STL BEAM
(SEE STRUCT DWGS)

STL ANGLE
(SEE STRUCT DWGS)

SS COPING

CONTROL JOINT @
EXTERIOR
SHEATHING

AIB

3
/8

" 
J
T

SEE WALL SECTION

VARIES

STL ANGLE
(SEE STRUCT DWGS)

EXTERIOR SHEATHING

CANT STRIP

BUILT-UP ROOF

COVER BOARD

CONCRETE SLAB
ON METAL DECK
(SEE STRUCT
DWGS)

PT WD BLKG

TERMINATION BAR

SLIP CONNECTION
(SEE STRUCT DWGS)

WEEP VENT

BACKER ROD
AND SEALANT

1/4" STEEL PLATE

2

Z

FACE BRICK

CAVITY INSULATION

CONT BENT STL PLATE &
TUBE ASSEMBLY
(SEE STRUCT DWGS)

2X PT WD BLKG

5/8" GYP BD
RETURN

LIMESTONE BAND

SEALANT

WEEP VENTS

AIR SPACE

CAVITY
DRAINAGE MATERIAL

7 1/4"

TRANSITION
MEMBRANE (LAP &
SEAL TO SS FLASHING

SCHED CEILING

GEOTEXTILE
FABRIC

135' - 5 1/4"

AIB

AIB (LAP & SEAL
TO TRANSITION
MEMBRANE)

SS THRU-WALL
FLASHING

1
/2

" 
J
T

6" CFMF (SEE
STRUCT DWGS)

BACK UP ROD & SEALANT

13/16"1 3/16"

7
/1

6
"

3
/4

"

SS THRU-WALL COUNTER
FLASHING TERMINATE IN
GLAZING POCKET

3RD FLOOR
126' - 5 1/4"

Z

SFRM

LIMESTONE
SILL

BRICK VENEER

SPANDREL PANEL

STL BEAM
(SEE STRUCT DWGS)

6
 1

/4
"

4" CFMF
(SEE STRUCT DWGS)

EXTERIOR
SHEATHING

SS SILL FLASHING
SET IN MASTIC

SEALANT

SS THRU-WALL
FLASHING

BENT STL PLATE
(SEE STRUCT DWGS)

BENT STL CLOSURE PLATE
(SEE STRUCT DWGS)

STL TUBE VERTICALS
(SEE STRUCT DWGS)

4" LT  GA FRAMING

5/8" GYP BD

WEEP
VENTS

RIGID INSULATION
1
0
"

VENEER
ANCHORS

AL/GL CURTAINWALL
SYSTEM (7 1/4")

2" RIGID
INSULATION

2"

3
/4
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8
"

GEOTEXTILE FABRIC
PER STRUCTURAL

GEOTEXTILE FABRIC
PER STRUCTURAL

AIB

SEALANT

DRIP EDGE

Z

BRICK VENEER

CAVITY
INSULATION

EFS ON RIGID
INSULATION @
SOFFIT

6" CFMF
(SEE STRUCT
DWGS)

LIMESTONE BAND
(ALIGN w/ EXISTING
STONE BAND)

WEEPS
VENTS

AIB (LAP & SEAL
TO TRANSITION
MEMBRANE)

SS THRU-WALL
FLASHING

112' - 0"

CONT BENT STL PLATE
& TUBE ASSEMBLY
(SEE STRUCT DWGS)

BTTM OF STL

AIB (LAP & SEAL
TO TRANSITION
MEMBRANE)

BATT
INSULATION

CAVITY DRAINAGE
MATERIAL

GEOTEXTILE
FABRIC

VENEER ANCHOR

2
 1

/2
"

2

STEEL TUBE, SEE STRUCT

2

U

ELEVATOR
PENTHOUSE

144' - 2 1/2"

ICU ROOF
142' - 2 1/2"

FLOOR 5
143' - 4 1/2"

(EXISTING
ELEVATOR
PENTHOUSE)

6" MTL STUD  CRIBBING
(SECURE TO EXIST STL
ANGLE)

FIRESAFING

TRANSITION MEMBRANE
(LAP TO ROOF MEMBRANE)

EXISTING STL ANGLE

BATT INSULATION

EXISTING MTL
WALL PANEL

RIGID
INSULATION

SS SILL FLASHING @
MTL WALL PANELS

CRIMP SS SILL FLASHING TO
SS COUNTER-FLASHING

SS COUNTER-FLASHING

BUILT UP ROOF

COVER BOARD

5/8" PRESSURE
TREATED PLYWOOD
SHEATHING

CRIMP SS COUNTER
FLASHING TO SS
BASE FLASHING

Z

6"  CFMF
(SEE STRUCT
DWGS)

EXISTING STONE
PARAPET COPING
(ADJACENT LIMESTONE
BANDS TO MATCH
SETBACK OF EXISTING
FROM FACE OF BRICK)

ALIGN FACE OF BRICK
WITH FACE OF
EXISTING WALL
BELOW

COMPRESSIBLE
JOINT FILLER

WEEP VENTS

SS THRU-WALL
FLASHING

STL TUBE
(SEE STRUCT
DWGS)

SEALANT UNDER
FLASHING

CONT BENT STL PLATE
(SEE STRUCT DWGS)

TO COPING

CAVITY DRAINAGE
MATERIAL

121' - 10 1/2"

AIB OVERLAP
TRANSITION
MEMBRANE

1

T

4TH FLOOR
139' - 1 1/4"

ICU ROOF
142' - 2 1/2"

BATT INSULATION

SFRM

TERMINATION BAR

RIGID INSULATION

CONC SLAB ON
MTL DECK (SEE
STRUCT DWGS)

EXISTING
STRUCTURE

SS FLASHING

3
"

COVER BOARD

VAPOR BARRIER

EXTR SHEATHING

STL BEAM
(SEE STRUCT
DWGS)

2X PT WD BLKG

FLASHING MEMBRANE
(UP & OVER PARAPET)

BUILT-UP ROOF

EXTR SHEATHING

CANT STRIP

SS COPING

2'-0"

1
'-
3
 5

/8
"

4
 3

/4
"

EXP JT

4 1/2"

8
"

2
"

SS EXPANSION
JOINT COVER PER
SMACNA STANDARDS

BATT INSULATION 8
" 

M
IN

REMOVE, REPLACE & RESEAL
EXISTING BUILT-UP ROOFING

8
"

DRAPE MEMBRANE
FLASHING AT
EXPANSION JOINT

2X PRESSURE
TREATED WOOD
BLKG

TERMINATION BAR

CANT STRIP

EXISTING ROOF PATCH
AND REPAIR  AS
NECESSARY AT NEW
CONSTRUCTION

CRIMP FLASHING TO
COPING AND
CONTINUOUS CLEAT

PROVIDE BENT PLATE SUPPORT
FOR CURB WHERE EXISTING
WALL IS REMOVED.

EXISTING BRICK (WHERE NOT
REMOVED)

CONTINUOUS CLEAT

MATCH EXISTING

CONSTRUCTION DOCUMENTS
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